Standard Operating Procedure

Trubleshooting Electrical Components

for

A/C & Refrigeration Units

With

Power On

Procedure # 500. 20

Purpose:

PWC procedure for troubleshooting electrical components with the power on.

Potential Energy Sources:

Line voltage can be 115, 230, 277, and 480 volts.

Tools/PPE:

Electrical 600 volt rated work gloves, safety glasses, safety shoes, fiberglass ladder, energy control devices, voltage tester, basic tools for AC & R mechanics.

References:

1. PWC safety Manual 5100.33E

2. OSHA 29 CFR 1910.147

3. OSHA 29 CFR 1910.333

4. OSHA  29 CFR 1910 Subpart I

5. National Electrical Code 

6. PWC SOP 500.01

Procedure:
1.  

